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Fan Motor Starter 

Ignition Transformer 

Pilot Fuel Valves 

Main Fuel Valves 

Lockout Alarm 

Flame Sensors 

See 
flame sensor  
section for 

wiring  

 -  Tx/Rx 
 + Tx/Rx 

RS485 Modbus 

Belden 3106A 

Remote Reset (optional) 

Fuse or Circuit Breaker 
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15 sec MTFI for Heavy Oil 

Main Valves Proof of Closure 

Pre-ignition Interlocks  

Running Interlocks

 

Running Interlocks  


